10'—0" MINIMUM, 100°—0" MAXIMUM
(FROM SURFACE OF CPA POLE)

SERVICE DROP

|

16°=0" MIN
16'—0"MIN.
COMMERCIAL

12'—0"MIN.
RESIDENTIAL

ENGINEERING STANDARD
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