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Mount Controller
Irrigation: Exterior Wall

City of Palo Alto Standard Dwg
No.

Approved by:

Date
PE No.

Scale:  NTS

Rev By Date

MMN 3/15/041

Wiring in then wall metal
conduit above grade

120 volt on/off switch
Include outlets on switch
with lockable cover

120 volt wiring in conduit
to electrical connection

RTN 06/11/172

Controller (rainbird
esp-model or as
noted on plans)

Attach to wall surface

Wall

Interior floor

Sweep ell conduit
Control wiring to
irrigation system

Finish grade

NOTE: Refer to contract technical specifications for additional information.
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